
MASONRY WALL

3/16

STEEL BEAM

CONTINUOUS 
STEEL BEAM

(3/16)

WINDOW WALL PER 
ARCHITECTURAL

1
' -

 6
" 

M
A

X

5,000 LBS (LRFD LEVEL) OR 
3,125 LBS (ASD LEVEL) 
ACTING IN ANY DIRECTION

ROOF TIE BACK 
POST BY OTHERS

ROOF SHEATHING

(2) 800S200-97 COLD-
FORMED STEEL BOX JOIST 
AT ANCHOR - SEE NOTE 1

STEEL PLATE AT BOTTOM 
OF JOISTS - PLATE SIZE 
AND THICKNESS TO MATCH 
BASE PLATE ABOVE (1/2" 
THICK MINIMUM)

PLAN
X

X

MIN

5"

DOUBLE COLD-FORMED 
STEEL JOIST - SEE NOTE 2

COLD-FORMED STEEL 
BOX JOIST AT ANCHOR -
SEE NOTE 1

800S200-54 COLD-FORMED 
STEEL BLOCKING FOR (2) 
BAYS EACH EACH SIDE OF 
TIE BACK ANCHOR BAY -
CUT FLANGE AND BEND 
WEB AND ATTACH WITH 
(4) #10 TEKS EACH END -
SEE NOTE 1

SIMPSON MTS16 WITH (6) #10 
SCEWS - TOP AND BOTTOM

(1/8) 2-6
TYP

SIMPSON CS20 WITH (4) #10 
SCEWS TO EACH BLOCK -
TOP AND BOTTOM

NOTES:

1. ATTACH SHEATHING TO COLD-FORMED 
JOIST AND BLOCKING WITH #10 SCREWS AT 
6" O.C. ALONG MEMBER LENGTH .

2. ATTACH SHEATHING TO COLD-FORMED 
JOISTS WITH #10 SCREWS AT 6" O.C FOR 
8'-0" ALONG MEMBER LENGTH.

ROOFING PER 
ARCHITECTURAL

8
" 

M
IN

COLD-FORMED 
STEEL JOIST 

L2X2X12GA X 6" LONG 
CLIP ANGLE WITH (6) #10 
SCREWS EACH SIDE OF 
BEAM AT EACH END

400S162-54 X 7" TALL 
STIFFENER NESTED IN 
BOX JOIST WITH (6) #10 
SCREWS AT WEB OF 
STIFFENER - TYPICAL 
EACH END

MIN

5"

BASE PLATE AND 
ANCHORS BY OTHERS

10" MAX

8" MIN

DRAWING NUMBER

PROJECT NUMBER

SCALE

UCSB Campus
Parking Lot 32
Santa Barbara, CA 93106
(p) 805 968-2617  (f) 805 562-8987

S-504

FRAMING DETAILS
237 - 248

ADMINISTRATION
BUILDING

17-036

7740 N 16th St #300, Phoenix, AZ 85020
(602) 944-5500

ISSUED REV DATE

BUILDING PERMIT REVIEW   29 AUG 2023

NOT TO SCALES-504

17-036

237 STEEL BEAM AT STEEL BEAM

NOT TO SCALES-504

17-036

241 ROOF TIE BACK AT STEEL JOISTS

PAMELA E.
SINGLETON

STRUCTURAL

S 005889
EXP. 9/30/2025

08/29/2023


