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NOTES: : 1. PROVIDE ARC-FLASH MARKINGS. SWITCHBOARDS, PROVIDE ARC-FLASH MARKINGS. SWITCHBOARDS, PANELBOARDS, INDUSTRIAL CONTROL PANELS, METER SOCKET ENCLOSURES, AND MOTOR CONTROL CENTERS THAT ARE IN OTHER THAN DWELLING OCCUPANCIES AND ARE LIKELY TO REQUIRE EXAMINATION, ADJUSTMENT, SERVICING, OR MAINTENANCE WHILE ENERGIZED SHALL BE FIELD MARKED TO WARN QUALIFIED PERSONS OF POTENTIAL ELECTRIC ARC FLASH HAZARDS. THE MARKING SHALL BE LOCATED SO AS TO BE CLEARLY VISIBLE TO QUALIFIED PERSONS BEFORE EXAMINATION, ADJUSTMENT, SERVICING, OR MAINTENANCE OF THE EQUIPMENT. IN COMPLIANCE WITH C.E.C. 110.16. 2. ALL CONDUCTOR TERMINATIONS SHALL BE RATED AT ALL CONDUCTOR TERMINATIONS SHALL BE RATED AT 75°C.  U.L. LISTED.
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NOTE: : THE ELECTRICAL PLANS WERE DESIGNED USING INFORMATION AVAILABLE TO ENGINEER.  EXISTING INFORMATION MAY BE INCOMPLETE OR MAY HAVE DISCREPANCIES FROM THE EXISTING BUILDING ELECTRICAL SYSTEM.  THE CONTRACTOR SHALL VISIT THE SITE TO UNDERSTAND THE NATURE AND SCOPE OF ALL WORK TO BE PERFORMED AND VERIFY ALL EXISTING CONDITIONS PRIOR TO SUBMITTING HIS BID.  ANY CHANGES REQUIRED DUE TO INCORRECT EXISTING INFORMATION WILL BE THE CONTRACTOR'S RESPONSIBILITY. 
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1. EXISTING SOUTHERN CALIFORNIA EDISON (SCE) POWER EXISTING SOUTHERN CALIFORNIA EDISON (SCE) POWER COMPANY PRIMARY FEEDERS.  2. (6) 5" SECONDARY CONDUITS WITH PULL-WIRE FOR SCE (6) 5" SECONDARY CONDUITS WITH PULL-WIRE FOR SCE COMPANY SERVICE CONDUCTORS.  3. RELOCATED SOUTHERN CALIFORNIA EDISON (SCE) POWER RELOCATED SOUTHERN CALIFORNIA EDISON (SCE) POWER COMPANY PAD MOUNTED TRANSFORMER.   4. SERVICE GROUNDING DETAIL THIS SHEET. SERVICE GROUNDING DETAIL THIS SHEET. 5. 1000A, 277/480V, 3PH, 4W AUTOMATIC TRANSFER 1000A, 277/480V, 3PH, 4W AUTOMATIC TRANSFER SWITCH 'ATS' WITH 'T3/W3' OPTION.  THE AUTOMATIC TRANSFER SWITCH MUST TRANSFER POWER WITHIN 10 SECONDS. 6. NEW 4 #4/0 XHHW-2 CU., 1 #2 CU. GND., 3"C. NEW 4 #4/0 XHHW-2 CU., 1 #2 CU. GND., 3"C. 7. NEW SERVICE ENTRANCE RATED 600V, 200A, 3P NEW SERVICE ENTRANCE RATED 600V, 200A, 3P DISCONNECT SWITCH 'DSA' IN NEMA 1 ENCLOSURE WITH (3) 200A FUSES, 65KAIC MINIMUM. 8. GROUNDING SYSTEM AS FOLLOWS. GROUNDING SYSTEM AS FOLLOWS. a) #2 CU. MAIN BONDING JUMPER AND EQUIPMENT  #2 CU. MAIN BONDING JUMPER AND EQUIPMENT  GROUND. b) #2 CU. GROUND TO BUILDING STEEL AND METALLIC  #2 CU. GROUND TO BUILDING STEEL AND METALLIC  PIPING SYSTEM. c) #4 CU. UFER GROUND OR GROUND TO (2) 5/8"  X 8' #4 CU. UFER GROUND OR GROUND TO (2) 5/8"  X 8'COPPER CLAD GROUND RODS @ 6' MIN. APART. d) DO NOT BOND NEUTRAL DO NOT BOND NEUTRAL 9. NEW 4 #4/0 CU., 1 #2 CU. GND., 3"C. NEW 4 #4/0 CU., 1 #2 CU. GND., 3"C. 10. NEW 3 #4 CU., 1 #8 CU. GND, 1-1/4"C. NEW 3 #4 CU., 1 #8 CU. GND, 1-1/4"C. 11. NEW 45KVA, 480-120/208V, 3PH, 4W, STEP DOWN    NEW 45KVA, 480-120/208V, 3PH, 4W, STEP DOWN    TRANSFORMER. 12. SEE DRY-TYPE TRANSFORMER GROUNDING DETAIL THIS SEE DRY-TYPE TRANSFORMER GROUNDING DETAIL THIS SHEET. 13. NEW 4 #1/0 CU., 1 #6 CU., ISO. GND., 1 #6 CU. GND., NEW 4 #1/0 CU., 1 #6 CU., ISO. GND., 1 #6 CU. GND., 2-1/2"C.  IF PREFERENCE 3 ON DRY-TYPE TRANSFORMER GROUNDING DETAIL IS USED, PROVIDE #4 CU. ISO. GND. AND #4 CU. GND. 14. NEW 4 #4 CU., 1 #8 CU. ISO. GND., 1 #8 CU. NEW 4 #4 CU., 1 #8 CU. ISO. GND., 1 #8 CU. GND.,1-1/4"C.  15. PROVIDE ELECTRICAL PANEL WITH ISOLATED (INSULATED) PROVIDE ELECTRICAL PANEL WITH ISOLATED (INSULATED) GROUND BUS. 16. NEW 4 #1/0 CU., 1 #6 CU. GND., 2"C.  IF PREFERENCE NEW 4 #1/0 CU., 1 #6 CU. GND., 2"C.  IF PREFERENCE 3 ON DRY-TYPE TRANSFORMER GROUNDING DETAIL IS USED, PROVIDE #4 CU. GND.  
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